An analysis of reducing back flashover faults with surge arresters on 69/138 kV double circuit transmission lines due to direct lightning strikes on the shield wires by Malcolm, N. & Aggarwal, R. K.
        
Citation for published version:
Malcolm, N & Aggarwal, RK 2014, 'An analysis of reducing back flashover faults with surge arresters on 69/138
kV double circuit transmission lines due to direct lightning strikes on the shield wires' 12th IET International
Conference on Developments in Power System Protection, DPSP 2014; Copenhagen, Copenhagen , Denmark,
31/03/14 - 3/04/14, pp. 1-6. https://doi.org/10.1049/cp.2014.0070
DOI:
10.1049/cp.2014.0070
Publication date:
2014
Link to publication
University of Bath
General rights
Copyright and moral rights for the publications made accessible in the public portal are retained by the authors and/or other copyright owners
and it is a condition of accessing publications that users recognise and abide by the legal requirements associated with these rights.
Take down policy
If you believe that this document breaches copyright please contact us providing details, and we will remove access to the work immediately
and investigate your claim.
Download date: 07. Dec. 2019
 
 Keywords: ATP-EMTP, Back flashover faults, Lightning strokes, Surge arrester, Transmission lines.  
Abstract  
Back flashover faults resulting from lightning strokes hitting the shield wire(s) or tower(s) are one of the major 
causes of power interruptions on the double-circuit 69/138 kV overhead transmission lines in Jamaica. 
Computational analysis with the aid of Alternative Transient Program-Electromagnetic Transient Program 
(ATP-EMTP) simulations was performed on a section of the affected lines to identify the main factors causing 
back flashover faults with an attempt to reduce the effects and to improve both power reliability and financial 
losses. A model of the selected line section suitable for transient overvoltage studies was developed to 
investigate fast transient studies of flashover occurrences of the line insulator with respect to lightning 
amplitudes and wave fronts; as well as the tower footing impulse resistances and the tower surge impedance. 
The results show that the 69 kV transmission line was more sensitive to flashover faults, which was due mainly 
to its relatively lower basic lightning impulse insulation level (BIL) of the line insulators, compared to the 138 
kV line. However, the results also indicate that the installation of surge arresters on the affected towers 
significantly reduce the transient overvoltages well below the insulators’ withstand voltages and thereby 
providing effective protection against back flashover faults. The energies absorbed by the surge arresters were 
also investigated and presented herein. 
